
Page 1 of 1 

 

 
Bid Bulletin No.1 dated 07 August 2025 
 

CENTRALIZED AIRCON DUCT CLEANING AT MAIN BUILDING AND MAKATI BUILDING (RE-ADVERTISEMENT) 

ANNEX “A” 
 
 
PROJECT: CENTRALIZED AIRCON DUCT CLEANING AT MAIN BUILDING 

AND MAKATI BUILDING 
 
QUERIES/CLARIFICATIONS RAISED DURING THE PRE-BID CONFERENCE: 
 

- No queries and clarifications were raised during the pre-bid conference. 
 
WRITTEN QUERIES: 
 

- No queries or requests for clarification were received within the specified 

period for written submissions. 

 

ADDITIONAL INSTRUCTIONS/ISSUANCE: 
 

 Particulars Amendment 

1 Revised Section VII. Technical 
Specifications for Lot 1 and Lot 2 
 

This amends Section VII. Technical 
Specifications for Lot 1 and Lot 2 
 
“Annex A-1” 

2 Revised Section V. Special Conditions 
of Contract 
 
This amends GCC Clause 4 of Section 
V. Special Conditions of Contract 
 

The inspection will be conducted based on 
the following requirements: 
 
DURING THE POST QUALIFICATION 
PERIOD 
The Lowest Calculated Bidder (LCB) must 
present on the duct leak detection 
equipment to TWG to verify that the 
contractor has the appropriate tools and 
technical expertise to carry out the scope 
of work, particularly about proper sealing 
procedures. 
 

 

 


