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Bid Bulletin No.1 dated 11 August 2025 
 

Preventive Maintenance Services for Generator Sets 

ANNEX “A” 
 
 
PROJECT: PREVENTIVE MAINTENANCE SERVICES FOR GENERATOR SETS 
 
 
A. QUERIES/CLARIFICATIONS RAISED DURING THE PRE-BID CONFERENCE: 
 

 Query/Clarifications TWG/BAC Reply 
1 Regarding the Single Largest 

Completed Contract (SLCC) 
requirement, would a project involving 
a generator with preventive 
maintenance service be considered 
acceptable? 

No. We maintain our requirement.  

2 Regarding the three-year contract, 
from the 1st year to the 3rd year, the 
megger testing of the main alternator 
assembly was not specified in the 
scope of work. 
May we be clarified again – if we are 
conducting megger testing, it should 
cover the main rotor, main stator, etc. 
These are the items for megger testing 
of the main alternator set assembly. 
However, these specific items are not 
stated in the scope of work presented. 
May we request clarification on this? 

This amends SCC Clause I Item 4.e. of 
the Scope of Works: 
 
Perform continuity test of windings using 
megger. 

3 If ever this project is awarded, will the 
methodology follow a sequential 
process? Will it be done in a loop or by 
area? Or will the SSS be the one to 
decide which location to prioritize 
first? 

The implementation methodology is at 
the discretion of the bidder. The bidder 
may propose a strategy considered as 
the most efficient (e.g., loop-based, 
area-based, etc.). However, SSS reserves 
the right to identify the branches for 
priority PMS. 

4 For the SLCC, would it be possible to 
consider Supply, Delivery and 
Installation instead of Preventive 
Maintenance? 

No. Supply, Delivery, and Installation 
alone are not considered sufficient. The 
contract must include Preventive 
Maintenance services to be acceptable. 
 

5 Is site inspection optional?  Yes. 
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B. WRITTEN QUERIES: 
 

 Query/Clarifications TWG/BAC Reply 
1 May we request the Single Largest 

Completed Contract (SLCC) Similar to 
the project or Supply and Installation 
of Generator  to be bid equivalent to at 
least 50% of the ABC that should have 
been completed within the last five (5) 
years prior to the deadline for the 
submission and receipt of bids 

The accepted similar contract shall be 
Preventive Maintenance Services for 
Generator Sets. 

2 For the Single Largest Completed 
Contract, may we request to consider 
Supply, Installation of Generator Set 
as equivalent. 

Please refer to our response to Items A.1. 
and B.1.  

 
 
 


