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Bid Bulletin No.1 dated 22 August 2025 
 

Two (2) Units 500-KVA Generator Sets at SSS Makati Building (Re-Advertisement) 

ANNEX “A” 
 
 
PROJECT : TWO (2) UNITS 500-KVA GENERATOR SETS AT SSS MAKATI 

BUILDING (RE-ADVERTISEMENT) 
 
 
QUERIES/CLARIFICATIONS RAISED DURING THE PRE-BID CONFERENCE: 
 

 Queries/Clarifications TWG/BAC Reply 

1 Regarding the requirement of twenty 
(20) years of operation in the 
Philippine market, would it be 
possible to reduce the required 
number of years, or  
 
would the experience of the principal 
partner be considered in meeting this 
requirement? 

No. We maintain our requirements. 

2 Will there be a Site Inspection 
schedule for this project? 

Yes. The site inspection may start on 07 
August 2025. 
 
Contact Person: 
 
Engr. Aaron Dazo – Building 
Administrator at SSS Makati Building 
Cel#: 0976-0439530 

3 With regard to similar projects, would 
the experience of the principal 
partner in supplying similar projects 
be considered, or is it required that 
the bidder itself possesses the 
relevant experience? 

In case of a joint venture, the partner 
with the available SLCC may submit the 
similar project. 

4 Will there be a required brand and 
year manufactured? 

No. Provided it meets the specifications 
and technical requirements stated in 
the bid documents. 

5 How about the permit? 
 
 
 
Including the DENR and Permit to 
Operate? 

The contractor shall process and 
shoulder all necessary expenses for the 
required permits.  
 
Yes.  

6 Would it be possible to extend the 
delivery period? Since most 
generator sets are imported, we are 
concerned that the current timeline 
may not be sufficient to ensure timely 
delivery. 

No. We maintain our requirements as 
stated in SCC Item 4. During the post-
qualification evaluation, the actual 
generator set must already be available 
for performance and load bank testing 
at the bidder’s local warehouse. 
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7 For clarification regarding the 
compliance certificate particularly the 
ISO 8528. The ISO 8528 doesn’t 
have certification, so will ISO 9000 
will suffice? 

No. ISO 9000 is a quality management 
standard and not an equivalent. We 
maintain our requirements per bidding 
documents: proof of compliance with 
ISO 8528 is required. If the ISO 8528 
has no formal ISO-issued certificate, 
compliance may be proven through 
manufacturer or third-party Certificate 
of Conformance/Compliance, which 
must be verifiable through email 
confirmation. 

8 Regarding the ATS breaker type 
brochure, does that pertain to 
breaker only or as a whole? 

It pertains to the ATS as a whole set, as 
stated in the technical requirements of 
the bid documents. 

 
 
 
WRITTEN QUERIES: 
 

 Query/Clarifications TWG/BAC Reply 

1 May we request a consideration for 
the bidder to be operating in the 
Philippines for at least Five (5) years. 
We’ve been supplying and installing 
to other provincial Governments and 
LGU’s and we’re also hoping to 
qualify for this project.  

No. We maintain our requirements. 

2 May we request for the AS-PLAN 
Single Line Diagram for this project 
(Generator to Synchronizing panel to 
ATS). 

Yes. Please see attached Annex B for 
Single Line Diagram. 

3 We can provide samples of different 
KVA’s for Silent type and Open type 
during post qualification, but the 
specific Generator for this project will 
be ordered once the Project is 
awarded to us.  

As stated in SCC Item 4, during post-
qualification evaluation, the actual 
generator set must be available for 
performance and load bank testing at 
the bidder’s local warehouse. 

 
 
Additional Instruction: 
 
All Brochures must be verifiable either through the manufacturer’s official website or via 
email confirmation from the manufacturer. 
 
 
 

 


