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Bid Bulletin No.1 dated 16 SEPTEMBER 2025 
 

REPLACEMENT OF VARIOUS PUMPS AT TARLAC BUILDING (RE-ADVERTISEMENT) 

ANNEX “A” 
 
 
 
PROJECT: REPLACEMENT OF VARIOUS PUMPS AT TARLAC BUILDING 
                   (RE-ADVERTISEMENT) 
 
 
QUERIES/CLARIFICATIONS RAISED DURING THE PRE-BID CONFERENCE: 
 

 Query/Clarifications TWG/BAC Reply 

 Since you require a hydropneumatic 
tank, is the current booster pump a 
constant pressure system? 

No, the current booster pump is a 
conventional type. The bidder may 
propose either a packaged type or a 
conventional type assembled on site, 
provided that it complies with the 
required technical specifications. 

 Regarding the fire pump, are the 
accessories located within the pump 
room? 

Yes. 

 Do you have a preferred brand for the 
pumps? 

We have no preferred brand of pumps. 
Any brand may be proposed, provided 
that the pump complies with the 
required Technical Specifications. 

 Will there be a site inspection? Yes. The site inspection may start 
today, 09 September 2025, within office 
hours at the SSS Tarlac Building, 
Macabulos Drive, Tarlac City. 
 
Please coordinate with Ms. Jacqueline 
P. Taruc at tarucjp@sss.gov.ph. 

 For clarification, are the additional 
documents required to be submitted 
after the award of the project? 

No. The additional documents shall be 
required only from the bidder declared 
as the Lowest Calculated Bidder (LCB). 
These documents will be validated 
during the post-qualification process. 

 Regarding the SLCC, does the 
project need to be comprised of 
booster, transfer and fire protection 
pumps, or is it acceptable if the 
project only includes pumps in 
general? 

Yes, as long as the project involves 
pumps installation. 

 
 
WRITTEN QUERIES: 
 
No written queries received. 
 
 

 


