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Bid Bulletin No.1 dated 16 SEPTEMBER 2025 
 

50 HP VERTICAL TRANSFER PUMP AT MAIN BUILDING 

ANNEX “A” 
 
 
PROJECT: 50 HP VERTICAL TRANSFER PUMP AT MAIN BUILDING  
 
 
QUERIES/CLARIFICATIONS RAISED DURING THE PRE-BID CONFERENCE: 
 

 Query/Clarifications TWG/BAC Reply 

1 Will there be a site inspection? Yes. Site inspection will commence on 
Thursday, 11 September 2025, during 
office hours. Kindly proceed to the BAC 
Secretariat for proper endorsement to 
the Technical Working Group (TWG). 

2 There is a requirement for a hollow 
shaft as the shaft type. Will you 
accept a solid shaft as 
reconsideration? 

No. A hollow shaft will be used, as 
required in the specifications. 

3 Regarding the Single Largest 
Completed Contract (SLCC), would 
you consider a project with 
equivalent work experience as 
acceptable? Or does the project 
need to closely match the advertised 
scope? 

Equivalent work experience is 
unacceptable. The SLCC must be 
similar to the project to be bid, 
completed within the last five (5) years 
prior to the submission and opening of 
bids, and must be equivalent to at least 
fifty percent (50%) of the ABC. 

 
WRITTEN QUERIES: 
 

 Query/Clarifications TWG/BAC Reply 

1 ITB Clause 5.3: 
For this purpose, similar to the 
Project shall be: 
 
Supply, delivery and installation of at 
least 20HP Transfer Pump or Fire 
Pump or Chilled Water Pump with 
minimum 20HP Motor Capacity? 

Similar contract shall be defined as: 
 
“Supply, delivery, and installation of any 
pump with a minimum motor capacity of 
20HP.” 
 
This amends Section III Bid Data Sheet 
ITB Clause 5.3. 

2 Is it acceptable to use a different 
grade of stainless steel other than 
416? 

No. It is not acceptable to substitute a 
different stainless steel grade for the 
bowl shaft and bowl shaft coupling. 

3 Where will the item be used or 
applied? (e.g. fire protection or water 
transfer)? 

The pump will be used for water transfer 
in relation to the building’s water supply 
system. 

 
 

 


