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Bid Bulletin No.1 dated 13 NOVEMBER 2025 
 

PREVENTIVE MAINTENANCE SERVICES FOR GENERATOR SETS (RE-ADVERTISEMENT) 

ANNEX “A” 
 
 
PROJECT: PREVENTIVE MAINTENANCE SERVICES FOR GENERATOR SETS  
                  (RE-ADVERTISEMENT) 
 
QUERIES/CLARIFICATIONS RAISED DURING THE PRE-BID CONFERENCE: 
 

 Query/Clarifications TWG/BAC Reply 

1 Regarding the warranty, is it safe to 
say that the workmanship is 12 
months while the consumables is 6 
months? We would like to point out 
that six (6) months for consumable is 
too long. Preventive maintenance 
should be conducted every three (3) 
months. Longer preventive 
maintenance may cause 
consumable to deteriorate easily. 

Yes, the warranty for the workmanship 
is 12 months while warranty for 
consumables is 6 months. We maintain 
our requirements. 

2 Can the contractors be paid if they 
have already performed the Scope of 
Work but failed the performance test 
due to major problems with the units 
or other circumstances beyond their 
control. 

Yes, the contractor will be paid if the 
Scope of Work has been duly executed. 

3 Are the fan belt and radiator coolant 
included in the consumable? They 
are not included in the list for 
warranty. Ideally, fanbelt should be 
included in the consumable. During 
the preventive maintenance, all 
consumables must be replaced. This 
is only a suggestion, and we suggest 
that fanbelt must be included. 

Yes, radiator coolant is included in the 
consumables. For other parts found 
defective during PMS (e.g. fan belt), the 
full specification of the defective parts 
shall be indicated in service report. 
 

4 Regarding the minimum qualification, 
does the 50% SLCC requirement 
refer to an aggregate contract or a 
single contract? 

The bidder may opt to submit a single 
contract or an aggregate contract, both 
of which should be equivalent to at least 
50% of the ABC.  
 

5 Please clarify the statement: 
“The bidder should have other 
contracts, whether similar or not, with 
an aggregate amount of at least 25% 
of the ABC”. Why is that so? 

RA 12009 allows that the requirement 
for SLCC may be:  
 
a. A Single Largest Completed Contract 

(SLCC) that is similar to the 
procurement project to be bid, and 
whose value, adjusted to current prices 
using the Philippine Statistics Authority 
(PSA) consumer price indices, must be 
at least fifty percent (50%) of the ABC; 
or  
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b. A combination of contracts completed 

within the same period, provided their 
total value is at least fifty percent (50%) 
of the ABC, to wit:  

 
i. The bidder should have completed 

at least one (1) similar contract 
amounting to at least 25% of the 
ABC; and  
 

ii. The bidder should have completed 
other contracts, whether similar or 
not, with an aggregate amount of at 
least 25% of the ABC.  

 

6 Regarding the identification of the 
filters, most of the filters of the unit 
are from China. Will you accept filters 
made from other country? 

Yes, filters made from other countries 
will be accepted, provided that they are 
compatible with the unit. 

 
 
WRITTEN QUERIES: 
 

 Query/Clarifications TWG/BAC Reply 

1 None  

 
 

 

 

 


