ANNEX “A”

PROJECT: PREVENTIVE MAINTENANCE OF SEWERAGE TREATMENT
PLANT AT FCA-5 PROPERTY

A. QUERIES/CLARIFICATIONS RAISED DURING THE PRE-BID
CONFERENCE:

Item Query/Clarifications TWG/BAC Reply

1 In the calculation of the SLCC, Yes. According to the bidding
will SSS allow an aggregated documents, SSS allows the use of an
amount derived from multiple aggregated cost from  multiple
contracts? contracts, provided that it complies

with the requirements set forth under
RA 12009.

2 With regard to the Bill of No, bidders may propose either higher
Quantities, will a price ceiling be | or lower unit costs, provided that the
imposed on each unit cost? total bid amount does not exceed the

Approved Budget for the Contract
(ABC). However, please note that the
bidder’s cost proposal per year must
likewise not exceed the corresponding
estimated yearly cost set by SSS.

3 When can we start the site | Bidders may conduct a site inspection
inspection? after the pre-bid conference. Bidders

are also required to coordinate with the
SSS on-site personnel to facilitate
assistance and to properly record
those who have already conducted a
site inspection.

4 With regard to the disposal of | Yes, the bidder shall be responsible for
hazardous waste, particularly | the proper disposal of the used oil.
during the oil change of
equipment, will this be included in
our scope of work?

5) Will the Pollution Control Officer | Yes.

(PCO) of SSS HK Sun Plaza be
responsible for processing the
necessary permits for the
transport and disposal of
hazardous waste materials?

6 What parameters are required to | The monthly testing parameters are
be tested for the monthly and | Dissolved Oxygen, Settleability, pH,
quarterly sampling? Total Suspended Solids, and Chlorine

Test.
For quarterly effluent testing, all
parameters required by LLDA and
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DENR-EMB shall be complied with.
These may include, but are not limited
to, Ammonia-Nitrogen, Biochemical
Oxygen Demand (BOD), Fecal
Coliform, Nitrate as NOs-N, Oil and
Grease, Phosphate, and Surfactants.
Any additional parameters required
under applicable permits, regulations,
or regulatory directives shall likewise
be tested and reported.

7 May personnel such as the | Personnel shall be assigned to remain
supervisor, electrician, and other | on standby to ensure compliance with
support staff report to the site on | the required working hours.
an as-needed basis and conduct
scheduled visits only?

8 May we request for the copy of | For the list of parameters for the
discharge permit for us to see all | quarterly sampling, please see
the list of parameters for the | response initem A.6.
quarterly sampling?

At present, SSS only has a
Certification of Filed Discharge Permit
Application (see Annex “B”), as the
issuance of the Discharge Permit was
previously affected by a pending water
pollution case. Since the case has
already been dismissed, the
application for the Discharge Permit is
now under processing.

9 May we also request the sample | Yes. A copy of the discharge permit
hard copy of discharge permit? may be provided once this becomes

available.

10 Is there any preferred brand or | No. As long as it is compliant with the

origin of the items?

Technical Specifications of the Bidding
Documents.

B. WRITTEN QUERIES:

Query/Clarifications

TWG/BAC Reply

Written queries of Metro Clean
Waste:
To help us conduct a more accurate
assessment, design a highly precise
maintenance strategy, and ensure
full compliance with the technical
requirements, may we respectfully
request your office to furnish us with
copies of the following documents
and information:

1. STP Process Flow Diagram

For Item B.1.1 & 1.2, see Annex “C”.
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2. STP Plan Layout
3. Latest Discharge Permit For Item B.1.3, see response Item A.8
& Annex “‘B”.
4. Latest 6 Months of Water | For Item B.1.4, see Annex “D”
Bills (to assess average
hydraulic loading/influent
volume)
5. Latest 6 Months of Effluent | For Item B.1.5 & 1.6, these documents
Analysis Reports (to review | will be given to the winning bidder.
past compliance parameters)
6. Latest 3 Months of
Preventive Maintenance
Service (PMS) Reports for
the STP

Technical Working Group

Daryll Joeryl J. Trinidad
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