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Bid Bulletin No.1 dated 20 July 2026 
 

Project name: Fire Protection System for SSS Buildings 

ANNEX “A” 
 
 
PROJECT: FIRE PROTECTION SYSTEM FOR SSS BUILDINGS 
 
 
QUERIES/CLARIFICATIONS RAISED DURING THE PRE-BID CONFERENCE: 
 

 No issues/clarifications were raised during the Pre-Bid Conference 
 
WRITTEN QUERIES: 
 
 Query/Clarifications TWG/BAC Reply 
1 Request for Extension of Bid 

Submission Deadline 
 
May we respectfully request an 
extension of the bid submission 
deadline? Our team intends to 
conduct site visits to the project 
locations in Davao, Cebu, and Baguio 
to verify the actual site conditions, 
including the building layout and the 
locations of the existing fire pump and 
fire water tank. The site verification 
will enable us to prepare a more 
accurate and responsive technical 
and financial proposal. 

Submission and opening of bids to be 
rescheduled on July 30, 2026. 

2 Clarification on System Integration 
 
For the Davao, Cebu, and Baguio 
sites, may we clarify whether the 
project scope includes the integration 
of the following systems? 
 
 Fire Pump Control Panel 
 Fire Detection and Alarm System 

(FDAS) Fire Control and 
Annunciator Panel (FCAP) 

 Staircase Pressurization System 

For the Davao, Cebu, and Baguio 
Buildings, the Fire Pump and Jockey 
Pump controllers shall be integrated into 
the existing FDAS, provided that the 
existing FDAS has available input/output 
modules to accommodate the 
integration. Staircase Pressurization 
System is not included in the integration. 
 
The winning bidder shall be responsible 
for the installation and connection of the 
Fire Pump and Jockey Pump controllers 
to the existing FDAS. Such work shall 
be undertaken in coordination with the 
service provider of the existing FDAS for 
the respective buildings to ensure 
proper system integration, testing, and 
commissioning. 
 

3 Clarification on Bid Docs on 
Section VII. Technical 
Specifications, page 87 

Yes, the specifications of the Jockey 
Pump Controller are the same for Lots 
1,2 and 3.  
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For Lot No.1 - Fire Protection System 
for SSS Baguio Building: Could you 
please clarify whether the Jockey 
Pump Controllers in Lot No. 1 have 
the same specifications as those in 
Lot Nos. 2 and 3? 

 

 
ADDITIONAL ISSUANCE/ INSTRUCTIONS WRITTEN QUERIES 
 
 Particulars Remarks 
1 

Revised Section VII. Technical 
Specifications for Lots 1, 2, and 3 

This amends Section VII. Technical 
Specifications of the Bidding 
Documents.  
 
Attached as “Annex A-1” 

2 SSS Baguio Proposed Fire Protection 
Plan 

Attached as “Annex A-2” 

3 SSS Cebu Proposed Fire Protection 
Plan 

Attached as “Annex A-3”  

4 SSS Davao Proposed Fire Protection 
Plan 

Attached as “Annex A-4” 

 


