LEGEND

FOR DATA & VOICE:

X

e

DATA & VOICE TERMINATION
(4 PAIRS CATSE UTP),

USE T5688 STANDARD FULL
WIRING FOR EVERY PORT
(PATCH PANEL REAR VIEW)

CABLE TRUNKING 3" x 6" Gl
WITH COVER

PULL BOX/SQUAREBOX

CAT5e DATA & VOICE OUTLET W/
DUPLEX FACE PLATE

DATA OUTLET W/ SINGLE PORT FACE PLATE
OVER THE CEILING PVC PIPES
FLOORING EMBEDDED PVC PIPES

NETWORK CABINET

DATA OUTLET W/ SINGLE PORT
FACE PLATE (CEILING MOUNTED)

DATA OUTLET W/ DUPLEX PORT
FACE PLATE (FLOOR MOUNTED)

CABLE MANAGER
VERTICAL

FxNRERbse bigent

/ PATCH PANEL

CABLE MANAGER
HORIZONTAL

DATA CABINET

10.

11.

12,

13.

. ALL WORKS HEREIN SHALL BE EXECUTED IN ACCORDANCE WITH THE

. SUPPLY AND CABLE PULLING OF CAT6 SOLID UTP CABLES FOR 24 NODES, FROM

GENERAL NOTES/SCOPE OF WORKS: NOTES:

1. THE PURPOSE OF THIS SCHEMATIC IS TO PROVIDE A GENERAL

CONCEPT

PROVISION OF LATEST EDITION OF THE PHILIPPINE ELECTRICAL CODE,
THE RULES AND REGULATION OF LOCAL GOVERMENT CITY AND THE
REQUIREMENTS OF THE CLIENT.

AND THIS PRINCIPLE OF THE PROPOSED CABLING SYSTEM.

2. MAXIMUM NUMBERS OF UTPCABLE IN CONDUIT FOR SECONDARY
HORIZONTAL DISTRIBUTION SHALL BE.

DATA CABINET.

CONDUIT CABLE PER PIPE
. DATA & VOICE WIRING STANDARDS SHALL BE MET AND IT SHALL BE
SEPARATED FROM ANY OTHER BUILDING OR POWER WIRING, TO —— inch. dia. Catse Ccat6
PREVENT HUMMING AND ELECTRONIC INTERFERENCE(EMI) TO MEET OR
EXCEED THE EIA/TIA 5688 CABLING STANDARD. 15 12" 1-3 1-2
. SUPPLY NECESSARY MATERIALS, MANPOWER, TOOLS AND TECHNICAL i oa 4-6 e
PERSONNEL FOR THE FULL IMPLEMENTATION OF THE PROJECT. - - N .
. TRANSFER/INSTALLATION/TERMINATION AND TESTING OF FIBER PATCH
PANEL (BACK BONE) CONTINUITY FROM THE OLD AND ONTO THE NEW NETWORK 3. CONTRACTOR SHALL PROVIDE BOXES FOR EVERY BEND.

4.  ALL CONDUITS AND WIREWAYS SHALL BE PROTECTED AGAINST

WITH POWER STRIP, 12 PCS. 3 PRONGE,220Vv C.0., EXHAUST FAN ON TOP
FRAME & VERTICAL CABLE MANAGER.

IMMEDIATELY AFTER THE CONDUITS ARE PLACED.

. SUPPLY AND CABLE PULLING OF CAT6 SOLID UTP CABLES FOR 303

VOICE/DATA NODES, FROM NETWORK CABINET TO HORIZONTAL

DISTRIBUTIONS. CLAMPS.

HORIZONTAL DISTRIBUTION OF OLD DATA CABINET TO HORIZONTAL DISTRIBUTION
OF NEW DATA CABINET.

. WHENEVER NECESSARY PROVIDE PULL BOXES OF PROPER SIZE AND

DIMENSION ALTHOUGH NOT INDICATED IN THE PLAN.

. SUPPLY OF 15 PCS. 24 PORT CAT6 PATCH PANELS FOR DATA AND VOICE

SUPPLY OF 12 PCS. 19 INCH HORIZONTAL STEEL CABLE MANAGER (1U)

ANY OTHER MATERIALS NECESSARY TO COMPLETE THE PROJECT
SHALL BE IN THE ACCOUNTABILITIES OF THE CONTRACTOR.

COMPUTERIZED TAGGING, TERMINATION, TESTING, AND
COMMISSIONING OF ALL DATA AND VOICE OUTLETS.

TURNOVER AND SUBMISSION OF AS—BUILT PLAN AND DOCUMENTATION.

5. ALL PIPES AND FITTINGS ON EXPOSED WORK SHALL BE
SUPPORTED AND SECURED BY MEANS OF C-CHANNELS AND

. SUPPLY/INSTALLATION OF 1 UNIT OF NETWORK CABINETS 42U (800MM X 800MM X 7FT) DAMAGES BY THE ENTRANCE OF WATER ABD FOREIGN MATTER
DURING CONSTRUCTION. ALL ENDS OF CONDUIT SHALL BE

PROPERLY PLUGGED TO EXCLUDE MOISTURE AND DUST

6. WHENEVER NECESSARY PROVIDE PULL BOX OF PROPER SIZE
AND DIMENSION ALTHOUGH NOT INDICATED IN THE PLAN.
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